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Chapter SPS 363
ENERGY CONSERVATION

Subchapter | — Purpose and Application SPS 363.0303 Materials, systems and equipment.
SPS 363.001 Purpose. SPS 363.0401 Certificate.
SPS 363.002 Application. SPS 363.0403 Systems.

SPS 363.0405 Calculation software tools.
Subchapter || — Changes, Additions or Omissionsto the International SPS 363.0501 General application.
Ener gy Conservation Code (IECC) SPS 363.0503 Building mechanical systems.
SPS 363.0100 Changes, additions or omissions to IECC. SPS 363.0504 Service water heating.
SPS 363.0101 Administration and enforcement. SPS 363.0505 Lighting systems.
SPS 363.0202 General definitions. SPS 363.0506 Total building performance.
SPS 363.0302 Exterior design conditions. SPS 363.0900 Referenced standards.

Note: Chapter Comm 63 as it existed on June 30, 2002 was repealed and a new§PS 363.0100 Changes, additions or omissions to

chapterComm 63 was createRegister December 2001 No. 5%Fective July 1, o feci e
2002; Chapter Comm 63 wagpealed and recreate®legister February 2008 No. IECC. Changes, additions or omissions to the IECC are specified

626, eff. March 1, 2008.Chapter Comm 63 was renumbered chapter SPS363  in this subchapter and are rules of the department and are not

under s. 13.92 (4) (b) 1., Stats., Register December 2011 No. 672. requirement®f the IECC.
i . Note: The sections in this chapter are generally numbered to correspond to the
Subchapter | — Purpose and Application numberingused in the IECC, i.e., SPS 363.010lefers to section IECC 101.

History: CR 06-120cr. Register February 2008 No. §24f. 3-1-08.
SPS 363.001 Purpose. This chapter regulates the design
andconstruction of buildings for thefettive use of engy. This SPS 363.0101 Administration and enforcement.
chapter provides flexibility to permit theuse of innovative Exceptfor IECC section 101.5.2, the requirements in IECGC sec
approacheand techniques to achiethe efective use of engy. tions 101 and 103 to 109 are not included asqfahis chapter
This chapter is nointended to abridge safetyealth or environ History: CR 06-120 cr. Register February 2008 No. 626f. 3-1-08;CR
mental requirements contained in other applicable codes. ~ 10-103am.Register August 2d1No. 668 efl. 9-1-11.

History: CR 06-120cr. Register February 2008 No. §28f. 3-1-08. Lo
SPS 363.0202 General definitions. (1) ADDITIONS.

SPS 363.002 Application. (1) MIXED OCCUPANCY. Thisis a department definitiofor this chapter in addition to the
Wherea building includes both residential and commercial occdefinitions in IMC section 202: “Hective aperture” or “EA”
pancieseach occupancy shdie separately considered and meeheansfor windows,the visible light transmittance times the win
the applicable provisions of IECC chapter 4 for residential atow wall ratio per wall; and for sky lights, the welffiefency
IECC chapter 5 for commercial. timesthe visible lightransmittance times the sky light area times

(2) EXEMPTBUILDINGS AND STRUCTURES. Glazed structures or 0.85divided by the gross exterior roof area.
glazedportions of buildings used for the production of plant life (2) SusstituTions. Substitutehe following definition for the
or for maintaining plant life as the primary purpose are exemgsrrespondinglefinition listed in IECC section 202Approved”
from the building thermal envelope provisions of this code; préasthe meaning given in SPS 362.0202 (2)
videdthatglazed portions are separated from the remainder of theé istor)é: CRdoegézgzcn4Regis;esrtF;ebruary t20(353 No. ?%_16_608: cogéetgtion
bulding by bulkding thermal envelope assembiies. complyinf ) TEids 5012 LG At i o o7

History: CR 06-120 cr. Register February 2008 No. 62éf. 3-1-08;CR

10-103r. and recr(2) Register August 201No. 668 eff. 9-1-11. SPS 363.0302 Exterior design conditions. Theseare
o o department rules in addition to the requirements in IEE€ion
Subchapter 11 — Changes, Additionsor Omissionsto  302: The exterior design temperatures used for heating and cool

the International Energy Conservation Code (IECC)  ingload calculations shall bes specified underable 363.0302.
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Table 363.0302
Exterior Design Conditions

County Winter Summer County Winter Summer
Design Dry Bulb | Wet Bulb Design Dry Wet Bulb
Temp(F) (°F) (°F) Temp (F) Bulb (°F)
(°F)
Adams -20 87 75 Marathon -20 87 75
Ashland -25 86 70 Marinette -20 87 75
Barron -25 86 75 Marquette -15 87 75
Bayfield -25 86 70 Menominee -20 87 75
Brown -15 87 75 Milwaukee -10 89 77
Buffalo =20 87 75 Monroe =20 87 75
Burnett =25 86 75 Oconto =20 87 75
Calumet -15 87 75 Oneida =25 86 75
Chippewa -25 86 75 Outagamie -15 87 75
Clark -20 87 75 Ozaukee -10 89 77
Columbia -15 87 75 Pepin -20 87 75
Crawford -15 87 75 Pierce =25 86 75
Dane -15 87 75 Polk -25 86 75
Dodge -15 87 75 Portage =20 87 75
Door -15 87 75 Price -25 86 75
Douglas -25 86 70 Racine -10 89 77
Dunn -25 86 75 Richland -15 87 75
Eau Claire -20 87 75 Rock -10 89 77
Florence -25 86 75 Rusk =25 86 75
Fond du Lac -15 87 75 St. Croix -25 86 75
Forest -25 86 75 Sauk -15 87 75
Grant -15 87 75 Sawyer =25 86 75
Green -15 87 75 Shawano =20 87 75
Green Lake -15 87 75 Sheboygan -15 87 75
lowa -15 87 75 Taylor =25 86 75
Iron -25 86 70 Trempealeau -20 87 75
Jackson =20 87 75 Vernon =20 87 75
Jefferson -10 89 77 Vilas =25 86 75
Juneau -20 87 75 Walworth -10 89 77
Kenosha -10 89 77 Washburn -25 86 75
Kewaunee -15 87 75 Washington -10 89 77
La Crosse -20 87 75 Waukesha -10 89 77
Lafayette -15 87 75 Waupaca -20 87 75
Langlade -20 87 75 Waushara -15 87 75
Lincoln -25 86 75 Winnebago -15 87 75
Manitowoc -15 87 75 Wood =20 87 75
History: CR 06-120cr. Register February 2008 No. §28f. 3—1-08;correction made under s. 13.92 (4) (b) 7., Stats., Register December 2011 No. 672.
SPS 363.0303 Materials, systems and equipment. 2. ASTM C335, Bst method of horizontal pipe insulation.

Theseare department rules in addition to the requirements in 3 ASTM C518. Est method by means of the heat flow meter
IECC section 303. apparatus. ’

_ (1) GeneraL. Except as specified in sul2), when available, 4. ASTM C1363.Test method by means of a hot box appara

informationon thermal properties, performance of building envi% '
i

(

lope sections, and components and heat transfer shall be obtainéd o ) )
from ASHRAE Handbook of Fundamentals. b) For foam plastic insulation that incorporates a substance

(2) ExcepTions. (a) When the information is not availableotherthan air as the insulating medium, laboratory or field tests
from ASHRAE Handbook of Fundamentals, the data shall &allbe conducted on representative samples that have been aged
obtainedfrom laboratory or field—test measurements. If labord0r the equivalent of 5 years or until the Rie has stabilized to
tory or field test measurements are used for envelope heat tréfferminethermal properties or performance. The tests shall be
mission,the measurements shiaé obtained using one of the-fol conductedby an independent third party
lowing test methods: (c) Integrally insulated concrete masonry systems witfién

1. ASTM C177, Bst method by guarded hot plate apparatuscopeof the National Concrete Masonry AssociatiNCMA)
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shall be evaluated for the thermal performance of the masonnb68.2.2: Heating and cooling equipment and systems shall be

concreteunits in accordance with one of the following: sizedto providethe minimum space and system loads calculated
1. NCMA Evaluation Procedurdsr the Integrally-Insulated in accordance with SPS 363.0302

ConcreteMasonry Wlls. (3) HvAaC sYSTEM COMPLETION. The requirements ilECC
2. Default values as approved by the department. sections503.2.9 to 503.2.9.3 are not included as part of this-chap

(d) All other concrete or masonry units not within the scope - ]
the NCMA Evaluation Procedures shall comply withe of the  (4) EcoNomizERs SMPLE Hvac SysTEms. Substitute the fel
following methods for determining the thermal performance d®wing wording for the requirements in IECction 503.3.1 the

the assembly or system: first paragraph andable 503.3.1 (1): Supply air economizers
1. Default values as approved by the department. shallbe provided on the foII.owmg cooling systems:
2. Laboratory or field-test measurements specifiguhr (a). (a) Package roof top units38,000Btu/h.
3. Department material approval process as specifieti.in ~ (2) All other cooling systems 54,000 Btu/h.

SPS361to determine the U-factor (5) Economizers CoMPLEX HvAC SysTEMs. Substitute the
History: CR 06-120 cr. Register February 2008 No. 626f. 3-1-08;CR  following wording for the requirements, but ribe exceptions, in

09-104r. (1), (2) (title), renum (2) (a), (b) to be (1), (2) and &wgister December |E tion 4.1 ir nomizers shall rovi
2010No. 660 eff. 1-1-11; CR 10-103renum. from Comm 63.0102 and am. (intro.) cc SFC 0 5t03 SdUppm-bego Od e: S E be p 0 ded
RegisterAugust 201 No. 668 efl. 9—1-11; correction in (2) (d) 3. madeunder s. 0N €O0IINg Systems as described unaer ¢dh. Economizers

13.92 (4) (b) 7., Stats., Register December 2011 No. 672. shall be capablef operating at 100 percent outside aiwen if
N ] ) additionalmechanical cooling is required to méet cooling load
SPS 363.0401 Certificate. The requirements in IECC of the building.

section401.3 are not included as part of this code. (6) CLIMATE ZONES3 AND 4. Substitute the following wording
History: CR 06-120cr. Register February 2008 No. G2#. 3-1-08. for the requirements in IECC section 503.4.3.3.2.2: For climate
Zones 5 through 8 as indicated in Figure 3@hd Bble 301.1,
H’{san open—circuit cooling tower is used, then a separate heat
exchangeshall be required to isolate the cooling tower from the
eatpump loopand heat loss shall be controlled by shutting down
ecirculation pump on the cooling tower loop and providing an

SPS 363.0403 Systems. (1) ELECTRICAL POWER AND
LIGHTING. This is a department rule in addition to the requireme
in IECC section 403:In residential buildings having individual
dwelling units, provisions shall be made to determine the elect]
Sﬁjluezﬂ?jgv%//eclzl?r?; lﬂmﬁg by each tenantdgparately metering indi automaticvalve to stop the flow of fluid.

. . . . History: CR 06-120cr. Register February 2008 No. 62. 3-1-08; correction

(2) DucTs. Substitute the following wordinfpr the require  madeto (9) under s13.92 (4) (b) 7.Stats.,Register February 2008 No. G2#f.

; i . : 1+ 3-1-08CR 10-103r. (3) to (6), Bble 503.2.3 (1), dble 503.2.3 (2),able 63.0503,
mentsin IECC section 403.2.2: All ducts, air handlers, and filt i) té %e ((3)), s (e)R(e)gister At g(]):LNo. oo

boxesshall be sealed. Joints and seams shall comply with IMC) 217 correction’in (1), (2) made under s. 13.92 (4) (b) 7., Stats, Register
section603.9. December 2011 No. 672.

History: CR 06-120 cr. Register February 2008 No. §2éf. 3-1-08;CR
10-103r. and recr(2), r (3) Register August 2a1No. 668 ef.. 9-1-11. SPS 363.0504 Service water heating. (1) TEMPERA-

. . TURE CONTROLS. The requirements in IECC section 504.3 are not
SPS 363.0405 Calculation software tools. Thisisa jhcludedas part of this chapter

departmentinformational note to be used under IECC section (2) Hear TRAPS. The requirements in IECC section 504.4 are
405.6: : . ; '

Note: The federal Department of Eggrhas developeREScheckTM, a com notincluded as part of this chgpter . .
puterprogram that may be used in demonstrating compliance for a residential build (3) PooL covers. The requirements iECC section 504.7.3
ing which has no more than 3 stories above geaehas 3 or more dwelling units. grenot included as part of this chapter
TheREScheck program may be downloadeltet//www.energycodes.gaviVhen istory: CR 06—1205 Register Februarr) 2008 No. §26f. 3-1-08:CR
usingthe program, the applicable code must be defined as the “2009 IECC.” The §EI104 g/r (3)Register Deéemt?er 2010 No 6)11341? 1-1-11. : ’
of the “Wisconsin” option will apply requirements associated with a 1 or 2 familg ) 9 ) ' '
dwelling, which are moreestrictive than those associated with low-rise multifamily

buildings. SPS 363.0505 Lighting systems. (1) CONTROLS.

History: CR 06-120 cr. Register February 2008 No. 62éf. 3-1-08;CR  Theseare department rules in addition to the requirements in
10-103 renum. from Comm 63.0404 amah.Register August 2A1No. 668 eff. IECC section p505. q

9-1-11.
(a) General. Except as provided in pdb), daylight zones in
SPS 363.0501 General application. This is a depaft any interior enclosed space greater t1250 square feet and a
mentrule in addition to the requirements in IECC secB0i.2: lighting density more than 0.6 W#fshall have at least one control
All of the following rules shall apply regardless of whether thtat meets all of the following requirements:
IECC chapter 5 or ASHRAE 90.1 standard is used to determine 1. Controls only luminaires in the daylight zones.

compllance_: _ _ 2. Controls at least 50% of the lamps or luminaires in the day
(1) SectionSPS 363.0503 (IElating to design loads. light zone, in a manner described in IECC section 505.2.2.1.
(2) SectionsSPS363.0503 (3pnd(4) relating to economiz () Exceptions. The requirements of thisubsection do not
ers. _ _ o applyto any of the following:
(3) SectionSPS 363.050%elating to lighting systems. 1. Daylight zones where thefettive aperture of glazing
(4) IECC section 505.2.2.1 relating to dual switching. equalor less than 0.1 for verticglazing and 0.01 for horizontal

History: CR 06-120 cr. Register February 2008 No. 626éf. 3-1-08,CR  glazing.

10-103 am. (2)Register August 2A1No. 668 eff. 9-1-11; correction in (1), (2), . o .
(3) made under s. 13.92 (4) (b) 7., Stats., Register December 2011 No. 672. 2. Daylightzones where existing adjacent structures or-natu
ral objects obstruct daylight to the extent th&t@fve use otlay

SPS 363.0503 Building mechanical systems. lighting is not feasible.

(1) CALCULATION OF HEATING AND COOLING LOADS. The follow (2) LINE-VOLTAGE LIGHTING TRACK AND PLUG-IN BUSYWAY.

ing wording is a department requirement in addition to thgubstitutethe following forthe requirements in IECC section

requirementsn IECC section 503.2.1Design heating and ceol 505.5.1.4: The wattage of line-voltage lighting track and plug—in

ing loads shall be determined in accordance WiBPS 363.0302 puswaywhich allows the addition or relocation of luminaires

andTable 363.0302. without altering the wiringf the system shall be the volt-ampere
(2) EQUIPMENT AND SYSTEM SIZING. Substitute the following rating of the branch circuit feedinipe luminaries or an integral

wordingfor the requirements and the exceptioni=ECC section currentlimiter controlling the luminaires, or the higher of the
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maximum relamping rated wattage of all of tHaminaires measurementand thermal transmission properties by mesfns
includedin the system, listed on a permanent factostalled theguarded—hot-plate apparatus.
label, or 30 W/linear foot. (2) ASTM C335-05, &st method for steady state heat transfer
History: CR 06-120 cr. Register February 2008 No. 62éf. 3-1-08;CR  propertiesof horizontal pipe insulation.
%81}?,3“&)5 @ (@ 3., @), renum. (2), (4) tobe (1), (2) and anRester August(3) ASTM C518-04, Est Method for steady-stateermal
0. er. 9-1-11. . . . g
transmissiorproperties by means tfe heat flow meter appara
tus.
(4) ASTM C1363-05, &st method for thermglerformance
Note: ComCheck is a computer program that rbayused only for determining Oftmatenals and envelope assemblies by means of a hot box appa
building envelope or lighting compliance. The ComCheck computer program m'g‘?r us. . L
be downloaded at:httpuivw.energycodes.gov/ (5) NationalConcrete Masonry Association (NCMEyalu
History: CR 06-120cr. Register February 2008 No. 624f. 3-1-08. ation Procedures of Integrally Insulated Concrete MasoradlsyV
Januaryl, 1999.
SPS 363.0900 Referenced standards. Thisis a depatt Note: ASTM standards may be purchased from the American Societg$ting
. L . . . ndMaterials, 1916 Race Street, Philadelphf&,19103.
mentmle in additiorto the requirements in IECC chapte_r 6: Thé NCMA Evaluation Procedures may be obtained from the National Concrete
following standards are herebycorporated by reference into thiSmasonryAssociation, 2302 Horse Pen Road, Hernd#n20171-3499.
code: Copiesof the standards adopted under #@stion are on file in thefides of the

departmentthe legislative reference bureau.
(1) ASTM C177-04, €st method fosteady-state heat flux History: CR 06-120cr. Register February 2008 No. 62€. 3-1-08.

SPS 363.0506 Total building performance. Thisis a
departmeninformational note to be used under IECC sediafx
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